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EASTSOUND SEWER & WATER DISTRICT

BONNIE BRAE SEWER EXTENSION
EASTSOUND, ORCAS ISLAND

INDEX TO DRAWINGS GENERAL NOTES

805 DUPONT STREET
BELLINGHAM WA 98225
(360) 733-6100 « FAX (360) 647-9061
www.wilsonengineering.com

WILSON ENGINEERING,

AREA MAP- NOT TO SCALE

COT  COVER SHEET, VICINITY & AREA MAP, INDEX TO DRAWINGS 1. ALL WORK AND MATERIALS SHALL CONFORM WITH THE LATEST EDITION OF

€02 SITE PLAN STANDARD SPECIFICATIONS FOR ROAD, BRIDGE AND MUNICIPAL CONSTRUCTION

C03 CIVIL DETAILS (DOT/APWA) AND APWA SUPPLEMENT TO DIVISION 1 (APWA DIV.1) AS PREPARED BY

C04 CIVIL DETAILS THE WASHINGTON STATE CHAPTER OF THE AMERICAN PUBLIC WORKS ASSOCIATION,
AND SHALL BE SUBJECT TO THE APPROVAL OF THE EASTSOUND SEWER AND WATER
DISTRICT.

B s ] ) ' 2. THE CONTRACTOR SHALL BE RESPONSIBLE TO OBTAIN AS-BUILT INFORMATION AS
PROJ ECT SR SR TO THE EXACT LOCATION OF ALL UTILITIES AND HAVE THE UTILITIES FIELD LOCATED
'SITE g BEFORE BEGINNING CONSTRUCTION.

T B N : ) 3. A UTILITY PERMIT FROM SAN JUAN COUNTY SHALL BE OBTAINED PRIOR TO ANY
o T CONSTRUCTION WITHIN COUNTY ROAD RIGHT-OF-WAY,

c
O
)

4. ELEVATIONS SHOWN ON THESE DRAWINGS ARE PER TOPOGRAPHICAL SURVEY
PERFORMED FOR THIS PROJECT, SEE PROJECT DATUM INFORMATION ON THIS SHEET.
DATUM MAY NOT DIRECTLY CORRELATE WITH OTHER AS-BUILT INFORMATION.

5. SEWER MAIN SHALL BE 2 INCH PVC, ASTM CLASS 200, SDR 21 WITH RUBBER
GASKETED JOINTS, UNLESS NOTED OTHERWISE.

SURVEY/ENGINEERING

6. SEWER MAIN PIPE TRENCHING AND BACKFILL SHALL BE PER THESE PLANS. PIPE
BEDDING SHALL BE OF SAND MATERIAL PER WSDOT 9-03.13 BACKFILL FOR SAND

*g*mmwm ’ ; - ' e
e A > 1S X 4 ; . DRAINS.

7. SEE EASTSOUND SEWER AND WATER DISTRICT SPECIFICATIONS AND STANDARD
PLAN DETAILS FOR SERVICE CONNECTIONS, TERMINAL CLEAN OUTS, ARV ASSEMBLIES,
CROSSINGS, BLOCKING DETAILS AND PAVEMENT REPAIRS.

8. ALL FITTINGS SHALL BE SCHEDULE 40 PVC GLUE FITTINGS W/ NO THRUST BLOCKING
REQUIRED. NO GASKETED FITTINGS ON THE MAIN SHALL BE LOCATED WITHIN FIVE (5)
FEET OF A GLUED FITTING JOINT.

9. ALL WORK MUST BE INSPECTED AND APPROVED BY A REPRESENTATIVE OF THE . .
EASTSOUND SEWER AND WATER DISTRICT PRIOR TO ACCEPTANCE, AND 24 HOURS a % 2
NOTICE GIVEN TO THE DISTRICT BEFORE STARTING ANY WORK. ALL SEWER PIPE SHALL g g § A U
BE PRESSURE TESTED IN THE PRESENCE AND UNDER THE SUPERVISION OF A v 03 g
REPRESENTATIVE FROM THE DISTRICT BEFORE ACCEPTANCE IS GIVEN. 'g Q 5]
10. CONTRACTOR SHALL PROVIDE COMPACTED BANK RUN GRAVEL BACKFILL TOPPED r4
: WITH 2-INCHES OF COMPACTED %" FOR DRIVE CROSSINGS AND OTHER AREAS g
SUBJECTED TO TRAFFIC LOADS. =
T
11, CONTRACTOR SHALL RESTORE TO EXISTING CONDITIONS ANY AND ALL AREAS 2
DISTURBED DURING CONSTRUCTION ON PUBLIC AND/OR PRIVATE PROPERTY. ALL H
RESTORATION SHALL BE COMPLETED WITHIN A THREE-WEEK PERIOD AFTER INITIAL
DISTURBANCE.
PROJECT DATUM 12, THE CONTRACTOR SHALL PROVIDE A COMPLETE AS-BUILT DRAWING OF THE SEWER
IMPROVEMENTS AND SHALL INCLUDE DIMENSIONS FROM SEWER IMPROVEMENTS TO
= TOPOGRAPHICAL SURVEY BY WILSON SURVEY & ENGINEERING, LLC EXISTING FEATURES IN THE VICINITY, WHICH WILL ALLOW RELOCATING THE SEWER
= BASED ON TIES TO MONUMENTS AS SHOWN ON RECORD OF IMPROVEMENT IN THE FUTURE. ALL OTHER UTILITIES ENCOUNTERED DURING
SURVEY ON FILE IN BOOK 16 OF SURVEYS, PAGE 99: ALSO LAND CONSTRUCTION OF THE IMPROVEMENTS WILL ALSO BE DIMENSIONALLY SHOWN ON
¢ , THE AS-BUILT DRAWING. THE AS-BUILT DRAWING SHALL BE SUBMITTED AND APPROVED

CORNER RECORDS A.F.#2000 0303018 AND A.F.#2000 0303019,
RECORDS OF SAN JUAN COUNTY, WASHINGTON.

SN

BY EASTSOUND SEWER AND WATER DISTRICT PRIOR TO PAYMENT GREATER THAN 95%,

&

HORIZONTAL DATUM: NAD83/91
VERTICAL DATUM: NGVD29

\.«Ajt

CONTACT INFORMATION

CIVIL ENGINEER
WILSON ENGINEERING, LLC
DAVE CARPENTER, PE
PHONE 360.733.6100

OWNER

EASTSOUND SEWER & WATER DISTRICT
ROY LIGHT, SUPERINTENDENT

SUE KIMPLE, OFFICE MANAGER

EASTSOUND SEWER & WATER DISTRICT
BONNIE BRAE SEWER EXTENSION
COVER SHEET, VICINITY MAPS & INDEX

EASTSOUND

PHONE 360.376.2720

DETAIL NOTATIONS

DATE

SCALE
AS SHOWN
JOB NUMBER
2011-022

MAY 2011

DETAIL CALL-OUT
CALL
TWO BUSINESS DAYS
BEFORE YOU DIG

SHEET NUMBER ON WHICH DETAIL APPEARS 1-800-424-5555
UTIUMES UNDERGROUND LOCATION CENTER
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NO. REVISIONS BY | DATE
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B0O5 DUPONT STREET
BELLINGHAM WA 98225
(360) 7336100 « FAX (360) 647-9061
www.wilsonengineering.com
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ROCK-LINED PLANTER """ = = =
EXIST. 2" WATER

WILSON ENGINEERING,

EXIST. 10" CPP
CULVERT
SW. INV= 91,02

2" PVC WATER, CONTRACTOR TO
POTHOLE LOCATION & MAINTAIN
10—FT SEPARATION CR PROVIDE
CASING PER DETAIL SHEET CO4

INSTALL 20 LF 2" PVC COMMON @(O

/ INSTALL 20 LF 2" PVC
© R=60" (MIN.)

(\(\

INSTALL 60 LF
2" PVC
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SURVEY/ENGINEERING

EXIST. 6" WATER TO ROCK RET. WALL

F.H. & METER
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4\ OOSS VAULT
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/ INSTALL 40 LF 2" PVC
J @ R=70" (MIN. R=60")
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) © R=60" (MIN.) INSTALL 2" TEE

17 INSTALL 25 LF LANDSCAPING
2" PVC AVOID CONFLICT W/ EX
EXIST. WATER SERVICE UTILITY. SEE NOTE 3.
CROSSING EXIST. 12" cPp
CULVERT ’
NE. INV= 112,32 /

INSTALL TERMINAL
PRESSURE CLEAN OUT,
SEE DETAIL SHEET C03

ENCHANTED FOREST ROAD
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DESIGNED BY
DNC
DRAWN BY

¢
CHECKED BY

SW. INV= 115,61
WOOD FENCE

16

22-1/2" EL

WOOD FENCES

INSTALL 35 LF
2" PVC

AVOID CONFLICT W/ EX
UTILITY. SEE NOTE 3.
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INSTALL ARV AT !
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T DETAIL SHEET CO3 [
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WASHINGTON

BONNIE BRAE SEWER EXTENSION
SITE PLAN

2" PVC AVOID CONFLICT W/ EX

LOCATE PAINT

MISC. UTILITY
STUBS @ SURFACE
—————INSTALL 30 LF

7P MISC, UTILITY
Mo STUB ® SURFACE
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EASTSOUND SEWER & WATER DISTRICT

L 14 S NSTALL 20 LF 2° PVC
s
EXIST. SEWER - 217/_0 Reg0" (MIN.) R !
SERVICE TO D — COMMON T e GULVERT
1 3 !‘ DRAINFIELD 4 AREA f EV l,r;f‘\\// *
J .
o 1 9 AVOID CONFLICT W/ EX l
7 UTILITY. SEE NOTE 3. /
w"’:i = ]
Pra %/ EXIST. 6" PVC WATER
T INSTALL 65 LF 2" PVC h b LINE & G.V, Ia)
- © R=75" (MIN. R=60") =) g( 24 ‘ (LOCATION JAPPROX.) g
s MISC. UTILIT g
S ¢ STUBS © SURFACE o2 / - , | g
SHEET NOTES o Q)( . / I
. K‘,,w"”‘w - Z g~
1. UTILITY LOCATIONS SHOWN MAY NOT BE ACCURATE, OTHER UTILITIES MAY EXIST. - N 1 ‘ l p gy BIES
THE CONTRACTOR IS RESPONSIBLE FOR POTHOLING AND VERIFYING ACTUAL FIELD AVOID CONFLICT W/ EX \ . >3 5|12
UTILITY. SEE NOTE 3. INSTALL ARV AT T ] < LREES
CONDITIONS. HIGH POINT. SEE — b 2158
2. CONTRACTOR TO MINIMIZE DISTURBANCE TO EXISTING VEGETATION AS MUCH AS EXIST. WATER, CONTRACTOR T0 DETAIL SHEET CO3 !
REASONABLY POSSIBLE. POTHOLE LOCATION & MAINTAIN ! . '
3. ADJUST SANITARY SEWER FORCEMAIN VERTICALLY TO AVOID CONFLICT WITH 10-FT SEPARATION OR FROVIOE  INSTALL TERMINAL ’ 30 % E N | X
EXISTING UTILITY. SEE SHEET CO4 FOR SEWER—WATER CROSSING DETAIL. EXIST. WATER /4,», W R CLCAN O 23 g O 5 O
. \VN\ | ! Y. U
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RECTANGULAR BOX =vzg| 8
RECTA . THREADED PVC ="=8| ¢
CAST IRON VALVE BOX, 14"x19", NDS MODEL X “Z =3 %
SOREW ThE D1200G-DISG OR =z=g) ©
APPROVED EQUAL FINISH GRADE 2a = =] 2
- d WG o
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_2 2" METALLIC DETECTOR TAPE REQ'D. SAND BACKFILL Z
n (2" TP.) =
4] [: 4
% NATIVE BACKFILL MATERIAL* w
= COMPACTED TO 85% MAX. DENSITY
w
4
PIPE ZONE SAND BEDDING PVC 45" EL, GLUE o
COMPACTED TO 95% MAX. DENSITY JOINTS, TYP. Z
PER WSDOT/APWA. SPECIFICATION
9-03.13 w
NOTE: ~
CONTRACTOR TO VERIFY FINAL
RESTRAMEE sokvEs CLEANOUT LOCATIONS WITH DISTRICT. :
(FULL—PORTED)
UNDISTURBED NATIVE MATERIAL :
o
m TERMINAL PRESSURE CLEANOUT DETAIL w

UNPAVED AND NON-TRAFFIC AR
(UNPAVED AND C AREAS) \c02/ NOT TO SCALE

CLASS 'B' A.C. TO THICKNESS
MATCHING EX. SECTION (2" MIN.)

w PER WSDOT/APWA SPEC. 5-04.2
= 2" CRUSHED SURFACING TOP COURSE ()R 4" CRUSHED SURFACING
5 PER WSDOT/APWAP SPEC, 9-03.9(3) FOR GRAVEL ROADS
g (FILL TO T R FoR ot DRIVE)
& SAWCUT LINE
EXISTING PAVEMENT ’ % . x
/ OR GRAVEL SECTION EXISTING PAVEMENT OR GRAVEL SECTION  / T R
/ 8
f/, GREEN AGGREGATE FINISH IE 8 g S |3
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/ I|TIm i / {NON - TRAFFIC AREAS)——-’ CARBON FILTER z
= - i : [
] ; PP T / e - (g
UNPAVED AREA WITH A SURFACE z T VAN TEDE s (l) oo il I U |
OTHER. THAN NATNE, THE. MATERIL . 2" METALLIC DETECTOR TAPE REQ'D e P E NELLATION . Vs i & |2
SHALL BE REPLACED IN LIKE KIND TO & ) IF o . +[ RIBBED PVC RISER Nil ©_o 9 N = s Z
'S EXISTING DEPTH @ e 2l DA x 27" MIN H P o)
o . 1
g L e MODEL RR 21 OR EQUAL b—esm«mo COMBINATION. AR 4
i COMPACTED 10 S57% Mk DERSTY o P Non-Trarmic” AREASIS H/" RELEASE/AR B VACUUM ol 2
GRAVEL PER WSDOT/APWA SPEC. 9-03.19 Cee VALVE, MODEL 445, wiTw ” Z
.. - R w2 pvc TRUE UNION 1] =
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Sy i~ < ol
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PER WFJDOT/APWA. SPECIFICATION vOA ] BALL  VALVE — y g i ﬁ
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(EXISTING PAVED AREAS, DRIVEWAYS, GRAVEL DRIVING SURFACES OR TRAFFIC AREAS) : SADDLE WITH 2" OUTLET, SLIP WITH LOCKING LID o) Z
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n 00
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CALL
TWO BUSINESS DAYS

BEFORE YOU DIG
1-800-424-5555

UTILTIES UNDERGROUND LOCATION CENTER

805 DUPONT STREET
BELLINGHAM WA 98225
(360) 733-6100+ FAX (360) 647-9061
www.wilsonengineering.com
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EXISTING [ T

WATER MAIN (V]
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MIN. @ MIN, ~
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WiN. MIN. W
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SANITARY SEWER FORCE MAIN i

2

wi

NORMAL 36" COVER T I

BEGIN TRANSITION TO/ \ " \BEG!N TRANSITION TO seden va)
STEEL CASING WITH 1/4” THICK WALL. y -

NORMAL 36" COVER
VOID SHALL BE PRESSURE GROUTED
WITH SAND CEMENT UPON INSTALLATION
OF SEWER FORCE MAIN.

ALTERNATE WATER MAIN CROSSING WATER A LSS THAN 10-FT

v hs _

LT T A T T I 8

EXISTING
WATER MAIN

DESIGNED BY
DNC
DRAWN BY
CDS
CHECKED BY

I 10 l [ 10 I @"———-— INSTALL SEWER 18" MIN
MIN. @ MIN. BELOW WATER MAIN IN

SEPARATE TRENCH

WASHINGTON

| | /75 UNUSUAL CONDITION, SEWER PARALLEL WATER MAIN

18" 18"

MIN. M{NA C02 NOT TO SCALE

Q SANITARY SEWER FORCE MAIN ﬁ

BEGIN TRANSITION TO
NORMAL 36" COVER

WATER MAIN CROSSING

/ 4"\ SEWER-WATER CROSSING DETAIL
C02 NOT TO SCALE

BONNIE BRAE SEWER EXTENSION
CIVIL DETAILS

EASTSOUND SEWER & WATER DISTRICT

EASTSOUND
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